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Replace existing fuel Pumps

Remove existing Fuel tanks

Replace existing driveway (substrate and paving)
Area of replacement shown hatched
For scope of work refer to RFP documents
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SITE PLAN
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Drawings are provided for illustrative purposes only.
Fuel Supply RFP Proponents are required to develop their own design solutions
with particular reference to:

1. Government of Bermuda Legislation
2. Codes and Standards including:
a. Fuels and Gas
b. Mechanical, Electrical and Plumbing
c. Planning and Building Control
d. Environment
e. Health and Safety
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Replace existing fuel pumps

Remove existing fuel tanks

Replace existing driveway (substrate and paving.
For scope of work refer to RFP documents
Area of replacement shown hatched

NEW ABOVEGROUND FUEL TANKS
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access/inspection lid
size and depth by
engineer

Filter / Interceptor (eg. Petro-Plug or similar)

gravel over concrete slab formed to falls

double wall fiberglass UV resistant
aboveground fuel holding tank

Engineered tie-down to secure fuel holding
tanks

variable TBD on site

Indigenous / Endemic species landscape planting

Fuel truck delivery bay

existing retaining wall removed
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new retaining wall to engineer specifications

2ft high reinforced block wall
to form containment bund
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1. Government of Bermuda Legislation
2. Codes and Standards including:
a. Fuels and Gas
b. Mechanical, Electrical and Plumbing
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variable TBD on site

Indigenous / Endemic species landscape planting around tank area  (site within 15 ft of wodland reserve)
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Fuel truck delivery bay

aboveground double wall fuel tank aboveground double wall fuel tank

crushed stone fill

NOTE:
Soakaway to suit ground conditions
Width and depth may need to be
increased if hard rock is encountered

line of undisturbed ground

Depth to be determined

Filter / Interceptor (eg. Petro-Plug or similar)

inspection /
access hatch

engineered
foundation for
inspection hatch
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