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POTENTIAL TIE IN POINT SHALL BE LOAD SIDE OF BELCO METER
BELCO METER & SWITCH. MAY BE FUSED DISCONNECT WITH ADJACNET
METER OR COMBO BREAKER/METER BOX DEPENDING ON THE SITE

BELCO TRANSFORMER SHOWN FOR REFERNECE. COULD BE EXTERIOR PAD MOUNT, OR
POLE MOUNT CONTAINED IN SEPARATE BELCO VAULT DEPENDING ON THE SITE

SUB PANEL SHOWN FOR REFERENCE ONLY. EXACT QUANTITY OF SUBPANELS AND LOCATIONS VARY BY SITE


